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GENERAL NOTES
1. ELEVATION 0'-0" = 441.67' (REF CIVIL)
1. AS PER IBC 2012 703.7: FIRE WALLS, FIRE BARRIERS, FIRE PARTITIONS, SMOKE BARRIERS, AND
SMOKE PARTITIONS OR ANY OTHER WALL REQUIRED TO HAVE PROTECTED OPENINGS OR
PENETRATIONS SHALL BE EFFECTIVELY AND PERMANANTLY IDENTIFIED WITH SIGNS OR
STENCILING. SUCH IDENTIFICATION SHALL:

1. BE LOCATED IN ACCESSIBLE CONCEALED FLOOR, FLOOR-CEILING OR ATTIC SPACES;
2. BE REPEATED AT INTERVALS NOT EXCEEDING 30 FEET (914 MM) MEASURED
HORIZONTALLY ALONG THE WALL OR PARTITION; AND
3. INCLUDING LETTERING NOT LESS THAN 0.5 INCH (12.7 MM) IN HEIGHT,
INCORPORATING THE SUGGESTED WORDING: "FIRE AND/OR SMOKE BARRIER - PROTECT

ALL OPENINGS," OR OTHER WORDING.

EXCEPTION: WALLS IN GROUP R-2 OCCUPANICES THAT DO NOT HAVE A REMOVABLE
DECORATIVE CEILING ALLOWING ACCESS TO THE CONCEALED SPACE.

2. PER IBC 2012, ALL OPENINGS, DOORS, PENETRATIONS & JOINTS WITHIN THE SMOKE PARTITION
SHALL BE CONSTRUCTED TO LIMIT THE FREE PASSAGE OF SMOKE PER
SECTION 710.
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