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ROOF LEGEND - - - - - @ |
i 2 REGISTRATION:
(1) TYPE 1 - GREEN ROOF | ; | Ea1h
< : > TYPE 2 - PVC ROOF @
©) AN
TYPE 3 - TOPPING SLAB OVER LAA g . PAEITOUT | |
MEMBRANE i
291
@ TYPE 4 - TOPPING SLAB OVER
LAA MEMBRANE. 2ND PVC :
MEMBRANE OVER TOPPING ]| \ \
SLAB @ ﬁ I
(5) TYPE 5 - 1/2" HOT DIP GALVANIZED ) /1\ % g% ISSUE
METAL DECK 7
PO -\ 2 @ | | /7, NO. DATE DESCRIPTION
A-3D / f / _ 1 9/18/12  |ADDENDUM #1
ROOF SYM BOLS /rf’ 3 10/18/12 |ADDENDUM #3
RDA® ROOF DRAIN TYPE A. COMBINATION /
DRAIN ON COMPOSITE DECK WITH /4 @
LAA MEMBRANE. SEE A-601 /7
RDB® ROOF DRAIN TYPE B. STANDARD B B B B B B 35
DRAIN ON METAL DECK WITH PVC :
MEMBRANE. SEE A-601 3 7 /lsk2

RDC® ROOF DRAIN TYPE C. COMBINATION
DRAIN ON COMPOSITE DECK WITH
PVC ROOF MEMBRANE. SIM TO RDA,

BUT WITH PVC MEMBRANE IN LIEU \I
OF LAA — e == — L

GENERAL FLOOR PLAN NOTES

1. THE FOLLOWING FLOOR PLANS CONTAIN ROOF PLAN
INFORMATION: A-102, A-103, A-105, A-106, & A-107.
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RDD@© ROOF DRAIN TYPE D. COMBINATION : = = Y/

DRAIN ON COMPOSITE DECK AND | e &/ 74\
TOPPING SLAB (SEE A-150). PVC \ | “ U
MEMBRANE TO CLAMP INTO DRAIN.
SIM TO RDA A, BUT WITH TOPPING

2. EXPOSED STEEL COLUMNS TO RECEIVE INTUMESCENT
PAINT UNLESS NOTED OTHERWISE ON DRAWINGS.
STEEL COLUMNS WITHIN GYP ENCLOSURES TO

o2

t5

HORIZONTAL CONDITION FOR AS MANY COURSES AS
REQUIRED FOR A FLUSH INSTALLATION

S QDA N BUT WITH TOPPING “ / RECEIVE SPRAY-ON FIREPROOFING. |
T ———— I - 3. PROJECTION SCREENS ARE SHOWN ON THE A- 120 AJE PROJECT NO: 13230
RDE® ROOF DRAIN TYPE E. COMBINATION —_— | SERIES. .
DRAIN ON COMPOSITE DECK AND —_—— — DRAWN BY: BFE
TOPPING SLAB (SEE A-150). SIM TO I 4. REFER TO THE FOLLOWING A-SERIES DWGS FOR CHECKED BY: RZP
RDA BUT NO MEMBRANE WILL TIE STAIR #1 ELEV. #1 GLASS ASSEMBLIES: A-720 SERIES- CURTAIN WALL, ‘
INTO DRAIN 001 A-750 SERIES- STOREFRONT, A-740 SERIES-ALL GLASS KEY PLAN
—T GUTTER. 1/8" PER FT MIN SLOPE. / WINDOW ASSEMBLIES
EXPANSION JOINT 50" MAX 5. FOR ALL LOCATIONS WHERE CONSTRUCTION
(CW,SF,ROOFING, GYP BD PARTITIONS, WINDOW
= HP HIGHPOINT AND SLOPE DIRECTION ASSEMBLIES, METAL PANELS, FLASHING,ETC)
INTERSECTS THE TEXTURED CAST STONE
bSO DOWN SPOUT & SPLASH BLOCK A// @ 9 % BANDS,PROVIDE 12"X12"X4" NOM SMOOTH CAST /
ESCALATOR o’ 4 A-32] STONE IN LIEU OF TEXTURED CAST STONE IN A
w STEEL SLEEVE FOR WINDOW NDING _/ }é CAN VERTICAL CONDITION AND 12"X12"X4" NOM IN A
</

@ WASHING PLATFORM

GREEN ROOF AREA

/4 N
/
<

TAPERED INSULATION

METAL GRATE

GRAVEL EDGE OF GREEN ROOF

/ 6. EVERY OUTSIDE DRYWALL CORNER TO RECEIVE A SS
/ \ CORNER GUARD TO 48" AFF
CANOPY BELOW
7. SEE IG SERIES FOR CHAIR RAIL LOCATIONS
PR(I)\IJECT
8. EXCEPT FOR THE BASEMENT AND 2ND FLOOR, ALL N
EXPOSED STEEL BEAMS ARE TO RECEIVE
i INTUMESCENT PAINT. WHERE ONLY A PORTION OF A ‘ ‘
BEAM IS EXPOSED, THE ENTIRE BEAM IS TO RECEIVE SHEET TITLE:

INTUMESCENT PAINT. THE BEAMS ON THE 2ND FLOOR

\ A_102 SECOND énlq[égégg'\ém\(l;TARE TO RECEIVE SPRAY SECOND FLOOR PLAN

PLAN SYMBOLS

@ 1 FLOOR PLAN 9. SEE ELEVATIONS FOR CJ LOCATIONS OF CAST STONE

@ A-102 1/8" =1'-0"
10. SEE GC SERIES AND A-750 SERIES DRAWINGS FOR
WALL TYPE INFORMATION ABOVE SF ASSEMBLIES FOR

MR T > | TACKBOARD, MARKERBOARD. LENGTHS AS SHOWN
ON PLANS. SEE 9/A-601 FOR DETAILS.

FE © —|WALL MOUNTED FIRE EXTINGUISHER- SEE " n THE 1 HOUR RATED WALL ATRIUM SEPERATION WALL |
SPECIFICATION, & DETAIL 6 /A-601 w m SCOPE. SHEET NUMBER:
FEC (1~ BECEserD FRE NG R CABIT e L L L senios rremreormoonsieersonau A-102
’ INTERIOR WALLS OF ALL IT AND SERVER ROOMS UP

SCALE: 1/8" = 1'-0" TO 8" AFF.

1 2 3 4 5 6 7 8 ‘ 9 10 Original drawing is 30" x 42". Scale entities accordingly if reduced.
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